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Analyte Method Result AnalystAnalysis Date / TimeUnit PQLQualDil. MDL

Collection Date/Time: 2/21/2019
Sample ID:

10:47
Submittal Date/Time: 2/21/2019

Sample Collector: Farmer M Client Sample #:

13:20

Lab Number: 190221_21-01 San Juan Bautista WWTP, Influent GrabSample Description:

186Calcium mg/LEPA200.7 1 HM1 0.7 13:302/28/2019
64Magnesium mg/LEPA200.7 0.5 HM1 0.1 13:302/28/2019

305Sodium mg/LEPA200.7 1 HM1 0.5 13:302/28/2019
478Chloride mg/LEPA300.0 4 HMLM4 0.4 21:152/21/2019
218Sulfate mg/LEPA300.0 4 HM4 0.16 21:152/21/2019
727Hardness (as CaCO3) mg/LSM2340B/Calc 101 10
1620Total Dissolved Solids mg/LSM2540C 10 LM1 4 14:172/25/2019
3.30Dissolved Oxygen (Laboratory) mg/LSM4500-O G 0.5 PS1 0.5 16:122/21/2019

Comments:

Analyte Method Result AnalystAnalysis Date / TimeUnit PQLQualDil. MDL

Collection Date/Time: 2/21/2019
Sample ID:

10:53
Submittal Date/Time: 2/21/2019

Sample Collector: Farmer M Client Sample #:

13:20

Lab Number: 190221_21-02 San Juan Bautista WWTP, Effluent CompositeSample Description:

5Total Suspended Solids mg/LSM2540D 2 LM1 2 10:262/25/2019
6Biochemical Oxygen Demand mg/LSM5210B 2 MW1 2 7:302/22/2019

Comments:

Analyte Method Result AnalystAnalysis Date / TimeUnit PQLQualDil. MDL

Collection Date/Time: 2/21/2019
Sample ID:

10:56
Submittal Date/Time: 2/21/2019

Sample Collector: Farmer M Client Sample #:

13:20

Lab Number: 190221_21-03 San Juan Bautista WWTP, Effluent GrabSample Description:

231Sodium mg/LEPA200.7 1 HM1 0.5 13:332/28/2019
328Chloride mg/LEPA300.0 1 HMLM1 0.1 21:302/21/2019
1230Total Dissolved Solids mg/LSM2540C 10 LM1 4 14:172/25/2019
7.79Dissolved Oxygen (Laboratory) mg/LSM4500-O G 0.5 PS1 0.5 16:122/21/2019
33Coliform, E Coli (Quantitray) MPN/100mLSM9223 1 MW1 1 15:302/21/2019

161Coliform, Total (Quantitray) MPN/100mLSM9223 1 MW1 1 15:302/21/2019
Comments:
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mg/L : Millgrams per liter (=ppm) µg/L : Micrograms per liter (=ppb) PQL : Practical Quantitation Limit

J = Result is less than PQL

H = Analyzed outside of hold time E = Analysis performed by External Laboratory; See Report attachments

MCL : Maximum Contamination Level

T = Temperature Exceedance

MDL = Method Detection Limit
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QC Results
QC ID % RPDParameter Control Limits% Rec Results UnitsQCBatch ID

GGA 1 85 - 115QC19022729 Biochemical Oxygen Demand 102201.0 mg/L
Method Blank 1 < 0.1Biochemical Oxygen Demand  ND mg/L
190221_16-05: MS 1 70 - 130QC19030106 Calcium 10388.95 mg/L
190221_16-05: MSD 1 2.3 0 - 20Calcium 10690.16 mg/L
CCVB 1 < 0.1Calcium  ND mg/L
LCB 1 < 0.1Calcium  ND mg/L
LCS 1 95 - 105Calcium 10250.83 mg/L
LCSD 1 1.5 0 - 10Calcium 10050.09 mg/L
LFB 1 85 - 115Calcium 10753.34 mg/L
LFBD 1 0.1 0 - 20Calcium 10753.28 mg/L
Method Blank 1 < 0.1Calcium  ND mg/L
QCS 1 95 - 105Calcium 10150.36 mg/L
190221_16-05: MS 1 80 - 120QC19022213 Chloride 122171.8 mg/L
190221_16-05: MSD 1 3.2 0 - 10Chloride 118171.0 mg/L
CCVB 1 < 0.1Chloride  ND mg/L
LCS 1 90 - 110Chloride 10019.96 mg/L
LCSD 1 < 0.1 0 - 10Chloride 10019.97 mg/L
LCSL 1 50 - 150Chloride 1042.08 mg/L
Method Blank 1 < 0.1Chloride  ND mg/L
190221_16-05: MS 1 70 - 130QC19030106 Magnesium 10375.32 mg/L
190221_16-05: MSD 1 8.4 0 - 20Magnesium 11379.86 mg/L
CCVB 1 < 0.1Magnesium  ND mg/L
LCB 1 < 0.1Magnesium  ND mg/L
LCS 1 95 - 105Magnesium 10452.14 mg/L
LCSD 1 3.0 0 - 10Magnesium 10753.72 mg/L
LFB 1 85 - 115Magnesium 11055.0 mg/L
LFBD 1 2.8 0 - 20Magnesium 10753.49 mg/L
Method Blank 1 < 0.1Magnesium  ND mg/L
QCS 1 95 - 105Magnesium 10050.12 mg/L
190221_16-05: MS 1 70 - 130Sodium 88176.6 mg/L

4 Justin Ct

Monterey, CA 93940

(831) 375-6227

mg/L : Millgrams per liter (=ppm) µg/L : Micrograms per liter (=ppb) PQL : Practical Quantitation Limit

J = Result is less than PQL

H = Analyzed outside of hold time E = Analysis performed by External Laboratory; See Report attachments

MCL : Maximum Contamination Level

T = Temperature Exceedance

MDL = Method Detection Limit

Page 3 of 6



4 Justin Court Suite D, Monterey, CA 93940
831.375.MBAS (6227)
www.MBASinc.com

ELAP Certification Number: 2385

City of San Juan Bautista
Miles Farmer
311 2nd St.
San Juan Bautista, CA 95045

Monday, March 04, 2019

QC Results
QC ID % RPDParameter Control Limits% Rec Results UnitsQCBatch ID

190221_16-05: MSD 1 6.0 0 - 20Sodium 93179.3 mg/L
CCVB 1 < 0.1Sodium  ND mg/L
LCB 1 < 0.1Sodium  ND mg/L
LCS 1 95 - 105Sodium 10351.3 mg/L
LCSD 1 < 0.1 0 - 10Sodium 10351.32 mg/L
LFB 1 85 - 115Sodium 10753.4 mg/L
LFBD 1 0.2 0 - 20Sodium 10753.3 mg/L
Method Blank 1 < 0.1Sodium  ND mg/L
QCS 1 95 - 105Sodium 10049.92 mg/L
190221_16-05: MS 1 80 - 120QC19022213 Sulfate 9548.7 mg/L
190221_16-05: MSD 1 0.7 0 - 10Sulfate 9448.57 mg/L
CCVB 1 < 0.1Sulfate  ND mg/L
LCS 1 90 - 110Sulfate 10020.0 mg/L
LCSD 1 < 0.1 0 - 10Sulfate 10020.01 mg/L
LCSL 1 50 - 150Sulfate 1002.0 mg/L
Method Blank 1 < 0.1Sulfate  ND mg/L
190221_34-01: Duplicate 1 2.1 0 - 5QC19022723 Total Dissolved Solids 1566.0 mg/L
CCVB 1 < 0.1Total Dissolved Solids  ND mg/L
LCS 1 90 - 110Total Dissolved Solids 104518.0 mg/L
LCSD 1 4.3 0 - 10Total Dissolved Solids 99496.0 mg/L
LCSL 1 50 - 150Total Dissolved Solids 11658.0 mg/L
Method Blank 1 < 0.1Total Dissolved Solids  ND mg/L
190220_10-02: Duplicate 1 1.2 0 - 10QC19022718 Total Suspended Solids 3240.0 mg/L
Method Blank 1 < 0.1Total Suspended Solids  ND mg/L
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Sample Condition Upon Receipt
Order ID: 190221_21

Is there evidence of chilling? 
   *NOTE: Systems are encouraged but not required to hold samples 
     <10°C (Microbiology) or <6°C (Chemistry) during transit.

Yes

Did bottle arrive intact? Yes

Did bottle labels agree with COC? Yes

Adequate sample volume? Yes
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